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CONSTRUCTION NOTES

KEYNOTES

 3/32" = 1'-0"1 FLOOR PLAN

LEGEND

1 EXISTING ACCESSIBLE ENTRANCE TO REMAIN
2 EVAPORATIVE COOLER IN PLACE OF (E) EVAPORATIVE COOLER,

SEE MECHANICAL SHEET, SEE DETAIL 2/A-2.0
3 (E) COOLER COMPRESSOR AND CONDENSER TO REMAIN. SEE

MECHANICAL SHEET
4 (E) KITCHEN HOOD TO REMAIN. SEE MECHANICAL SHEET
5 EXISTING 30"X13" DUCT CONNECTED TO THE EVAPORATIVE

COOLER TO REMAIN.SEE DETAIL 3 AND 4/A-2.0 FOR PIPE
SUPPORT.  SEE MECHANICAL SHEET

6 (E) REGISTER TO REMAIN
7 (E) 20 AMP DISCONNECT TO REMAIN, CONNECT NEW COOLER

TO DISCONNECT WITH WEATHER TIGHT FLEX, NO ELECTRICAL
LOAD ADDED. (E) 20 AMP BREAKER AND FEEDERS SERVING
DEMOLISHED 1/2 HP EVAPORATIVE COOLER TO REMAIN, (PANEL
K, CIRCUIT 34)

1.
2.
3.

4.

5.

6.

ALL WORK IS NEW UNLESS OTHERWISE INDICATED.
PROTECT STAFF, VISITORS, AND PATIENTS FORM AREA OF WORK.
MAINTAIN FIRE AND SMOKE RESISTIVE ASSEMBLIES DURING 
CONSTRUCTION BY PROVIDING RATED CONSTRUCTION BARRIERS 
AROUND COMPROMISED ASSEMBLIES, SEE DETAIL 1/A-2.0.
MAINTAIN FIRE ALARM AND FIRE SPRINKLER COVERAGE DURING 
CONSTRUCTION. PROTECT HEADS AND DEVICES IN PLACE 
UNLESS OTHERWISE INDICATED.
PENETRATIONS OF FIRE OR SMOKE RESISTIVE ASSEMBLIES 
SHALL BE PROTECTED PER A UL LISTED FIRE STOP SYSTEM
PATCH FIRE AND SMOKE RESISTIVE ASSEMBLIES PER DETAILS 
1/A-2.0

2

 3/16" = 1'-0"3 ROOF PLAN

1

3

 3/16" = 1'-0"2 KITCHEN FLOOR PLAN
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