






























































 

 

For UUT23 and UUT26, the unit was ceiling‐mounted using (4) angle brackets on the side and 4 flat brackets on the top of each of 
the four corners. Each bracket was attached to unit using four #14 3/4" SMS as shown in the above photograph.

Mounting Bracket Details
UUT23, UUT26

Manufacturer:   Johnson Controls Incorporated
Product Line:  Commercial Product Line

Photograph showing typical mounting for UUT23, UUT26.

Note: Bracket material is 16 gage G60 galvanized steel.

JCI 
FCU Special Seismic Certificaion

Unit Under Test Summary

PSD File: P25220
Rev.0 [7/3/23]

UUT-Page 21 of 21

Petra Seismic Design
Houston, TX,
www.petraseismicdesign.com

 
05/06/2024

 
OSP-0388

 
Page 32 of 32


	OSP-0388 App
	OSP-0388 Documents



